Finally, an expression to estimate the heat transfer rate through the air curtain is proposed.
INTRODUCTION
Refrigerated storage rooms (cold rooms) account for a large portion of the energy use in different sectors (department stores, grocery stores, distribution warehouses…). Because of increasing environmental awareness and rising energy prices, there is a strong drive to improve the insulation of these storage rooms and to reduce the heat gains.
One of the major sources of heat gain in refrigerated storage rooms is the infiltration of warm ambient air through doorways. In the 2010 ASHRAE handbook -Refrigeration [1] it is stated that infiltration loads can amount to more than half the total refrigeration load. Air infiltration can also be a source of ice or mist forming. Because these storage rooms are frequently accessed by for example customers in department stores, easy access is necessary, without leaving the doorway open. Therefore an effective sealing that still allows an easy passage could reduce the energy use significantly.
Commonly used methods for reducing infiltration are PVC strip curtains and fast-sliding doors.
Sometimes a vestibule or air lock is used, often in combination with these strip curtains or fastsliding doors. Another possible solution, which allows an easier passage of traffic, is the use of an air curtain.
Air curtains are commonly used to shield stores from infiltrating cold outside air. For example air curtains are installed at the entrance of stores who leave their door open (for commercial reasons). The air curtain creates an aerodynamic sealing while the doorway is still open and free for passage. The customer is less withheld to enter the store and immediately feels the warm air jet when entering the store. Nowadays this technology is also being used for cold storage rooms (to prevent warm air from getting in).
An air curtain or ACD (air curtain device) consists of one or several fans that blow a planar jet of air across the doorway. The jet prevents the free air movement through the doorway, caused by natural convection. The air curtain is thus able to reduce the amount of mass and heat transported through the doorway. Besides cold stores, air curtains are also used for heating applications, such as heated buildings and furnaces, or to prevent the circulation of smoke, dust and odours.
There is a wide variety of commercially available air curtain devices. They are used to shield large doorways for vehicles, at doorways for human traffic (stores) and for display cabinets.
Vertically downwards blowing air curtains are the most common, especially in the case of cold 3 stores, but also upwards blowing and horizontal jets are used [2] . Some ACD's are provided with a system for the recirculation of the blown air, but mostly the air is simply drawn from the indoor or outdoor surroundings. There may be some provision for the heating or even cooling of the air to increase comfort. Some air curtains consist of two or three parallel jets. This is very often the case when used to restrict infiltration into refrigerated display cabinets [3] . This paper will mainly focus its study on vertical single jet air curtains used to reduce infiltration loads in cold stores.
As already mentioned, the cooling load of a cold room is to a great extent determined by the infiltration load. An optimal air curtain design would result in a minimal infiltration load through the air curtain and thus reduce the energy use for refrigeration. This paper provides the means to estimate the heat transfer rate through a vertical air curtain taking into account various parameters such as outlet velocity, nozzle width and door geometry. This allows for an optimization of the air curtain design.
In this paper first an experimental test case is described. The measurement results from this case were used to validate a CFD (computational fluid dynamics) model of a vertical downward blowing air curtain. Past studies [4] [5] [6] [7] showed that CFD can be a useful tool for heat transfer assessment in buildings and building applications. This CFD model was then used to perform a parameter study from which the correlation between various parameters (outlet velocity, nozzle width, door geometry) and the heat transfer can be determined.
Characteristics of an air curtain
Hayes and Stoecker [8, 9] also considered the case of a vertically downwards blowing air curtain without recirculation, mounted at the doorway of an airtight room. They assumed a 2D jet. The air jet is affected by the pressure difference Δp across the doorway. For an airtight room, this pressure difference mainly consists out of two contributions. The first is a result of the operation of the air curtain itself. Air is taken from one space but is blown into both spaces, which causes a pressure build-up. This pressure, which is called the auxiliary pressure Δp a , causes a deflection of the jet directed towards the space from which the air is taken. The second component of Δp is due to the temperature difference ΔT across the door which causes a density difference. It is called the stack pressure Δp s and varies linearly from the top to the bottom of the opening. Using expressions for Δp a and Δp s , Hayes and Stoecker [8, 9] were able to integrate momentum equations for a control volume at the jet centreline, which provides analytical equations to determine the shape of the air jet. To counter the deflection of the air jet and to increase the stability of the jet, the outlet of the air curtain is often positioned at an angle relative to the vertical axis (here indicated by α 0 ). Experimental [8, 9] and numerical [2] results showed that an air curtain has the highest stability for an angle α 0 from 15° to 20° (directed to the warm side).
This way the deflection caused by the stack effect, directed to the cold side, is countered. A schematic representation of an air curtain is shown on Figure 1 together with geometric definitions.
The stability of the air jet is determined by two effects. The destabilizing factor is the stack pressure caused by the temperature difference. A higher temperature difference tends to deflect the jet. The stabilizing factor is the outlet momentum of the jet. The dimensionless parameter that assesses the stability of the jet, is the deflection modulus D m . The deflection modulus is the ratio of the outlet momentum of the jet (the stabilizing factor) to the temperature difference (the destabilizing factor). Some authors use the Richardson number to assess the stability of an air curtain [10, 11] (Eq. (2)). This number is the ratio of gravitational forces to the momentum forces. It indicates the relative importance of natural to forced convection and is similar to the inverse of the deflection modulus. When the temperature difference across the air curtain is too large, resulting in a too large pressure difference across the curtain, the air jet can completely deflect and will never reach the ground. This is called breakthrough [8] . In this case the air curtain looses its ability to shield the cold environment. Sometimes the breakthrough jet even causes larger air and heat transfer across the doorway, than would be the case when no air curtain is present.
Hayes and Stoecker [8] provide an expression for the minimal theoretical outlet momentum needed to ensure that the air jet reaches the opposite side of the opening and to avoid so-called breakthrough of the air curtain. The sign of Eq. (4) depends on the use of interior or exterior air (+ for exterior, -for interior), relative to the shielded environment.
In Eqs. (3) and (4) α 0 represents the jet inlet angle of the air curtain and α f is the jet impingement angle as also shown in Figure 1 . In reality the momentum of the air jet should be higher since the minimum momentum corresponds with the stability border. Therefore a safety factor between 1.3 and 2 is suggested for the outlet velocity [12] .
When the assumption of an airtight room is not valid, the pressure difference Δp across the doorway has to be extended with some extra correction terms, as proposed by Sirén [13, 14] .
When an air curtain is used at an outdoor opening, an extra term is needed to account for the influence of the wind. Another correction has to be made for any imbalance in ventilation flows.
This imbalance can have several causes. Firstly, the mechanical ventilation, used to provide the room with fresh air, could be poorly balanced. Another possibility is the extraction of smoke or dust in industrial buildings. The most important reason however is the leakage of air by natural convection. All these factors increase the instability of an air curtain and stress the need for a well estimated safety factor.
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A factor that was not taken into account in this study was the temperature of the jet itself. Some air curtain devises are equipped with a heating or cooling installations (depending on the application) allowing an air jet temperature different from the environment temperatures. Since the air curtains studied in this paper were not equipped with such a cooling or heating device, possible influence of the jet temperature on the air curtain performance was not investigated.
Most studies on air curtains were performed numerically or analytically assuming 2D-flow and neglecting the effect of a finite door width. Foster et al. [15] however showed that 3D effects can have a severe impact on the air curtain effectiveness and suggested therefore to use at least an air curtain over the entire width of the door.
Performance evaluation of an air curtain
A series of experiments were performed on a test case where an air curtain was installed in the doorway of a cold store. Details of the case study and the measurement results are discussed further on. First, to evaluate the performance of an air curtain, it is useful to introduce a property that indicates how well a doorway is shielded. Therefore, to express how effective an air curtain is in reducing the heat transfer through a doorway, the ASHRAE [1] suggests the use of an 
Here A is the surface area of the doorway are found in [19] [20] [21] [22] .
By measuring the heat transfer through a doorway protected by an air curtain and comparing it with the heat transfer through an open doorway, the effectiveness of the air curtain can be determined.
MEASUREMENTS OF HEAT TRANSFER THROUGH AN AIR CURTAIN

Measurement case description
A series of experiments were performed on a vertically downwards blowing air curtain in a supermarket. The ACD is installed at a door that separates a cold room from the rest of the store.
The device draws its air from the warm side of the store. The width of the door and jet is 2 m.
The width of the jet nozzle exit b 0 is 93 mm and the jet is blown straight down (α 0 =0). The other geometrical properties are given in Figure 2 . This figure shows a schematic 2D representation of the measurement case also used for simulations (these are discussed later).
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The air curtain can be set to 4 different velocity levels. The corresponding outlet velocities were measured using a hot-wire anemometer. The width of the air curtain device was 2m and the velocity along the width was measured every 20cm with a total of 10 measurement points. A large variation of the velocity was found along the width of the curtain. This was due to the construction of the air curtain. The air curtain device actually consisted of four double inlet centrifugal fans placed next to each other. At the centre of each fan the velocity reached a maximum which could be up to two times the average velocity of the curtain. The average velocity was calculated by taken the average of the ten measurement point along the width and ranged from 2.25 m/s for the first level to 4.98 m/s for level 4. For the present study only these average velocities were used and the variations along the width of the curtain were neglected since only a 2D study was performed. It should be noted that the velocity profile could be of importance when studying 3D phenomena.
The temperature of the cold room is kept at a constant temperature of about 8°C by a cooling unit. Air is drawn from the centre of the cold room at the ceiling, is cooled down, and then reenters through perforated walls around the room. This way the cooled air first passes over the stored food products on the racks. Since all side walls have similar perforations, the cooled air is equally distributed in the cold room. During the measurements, the temperature in the warm area of the store was around 17°C.
The air flow rate through the curtain was measured with a tracer gas decay method [12, 15, 16, 23, 24] . A concentration of CO 2 tracer gas was released in the cooled room while the door was closed. A mixing fan ensured a homogenous distribution of the gas in the room. Then the door was opened and the air curtain was activated. The ventilation system of the cooling installation in the room ensured well mixed conditions in the room. From the exponential decay of the tracer gas concentration the air flow rate through the curtain can be estimated. If one can assume that all heat transfer is caused by mass transfer, the heat transfer rate can be calculated from the air flow rate, when assuming that the density of air is constant:
Thermographic measurements
To understand the behaviour of an air curtain, accurate knowledge of the temperature and velocity distribution is required. Many of the measurement equipment however provide point values (velocity: hot wire probe or LDA, temperature: thermocouple). Therefore, a large test matrix needs to be scanned, requiring a large number of sensors to map the distributions with sufficient resolution [17, 24] . This can be very time consuming in the case of LDA [25] . To allow for a fast high resolution measurement of the temperature distribution, Neto et al. [26] proposed using infrared thermography. A thin paper sheet is placed transversely in the doorway and thermographic pictures are taken, allowing the visualisation of the temperature field across the door. Figure 3 shows the setup with paper sheet installed in the doorway of a cold store. This measurement technique has been successfully applied before to visualise flow in a complex fin array, [27] . These measurements were used to validate a CFD model. Figure 4 shows a thermographic image of a paper sheet near the outlet of the air curtain device. The top of the sheet is at 17cm from the nozzle exit. On Figure 4 also the line is indicated which corresponds with the temperature profile in Figure 5 . Uncertainty in the emissivity of the paper and reflections of the surroundings cause some of the irregularities encountered in the figure. Also the paper was attached to a frame (for stiffness). This frame has a finite thickness which could lead to some flow separation and thus an error on the measurements. Therefore the temperature profile of Figure 5 was taken at a height of 175cm, far enough from the frame edge to have less influence. Figure 5 shows the cold room temperature on the left and the warm room temperature on the right. The air curtain in the doorway is clearly visualized and shows a steep gradient from cold to warm room.
NUMERICAL STUDY: RESULTS AND DISCUSSION
A numerical study was performed using the CFD software Fluent ® . In this study only 2-D simulations were performed, in order to investigate the general behaviour of air curtains at the centre of the door. Most simulations assume steady-state conditions, except for the investigation of some unstable regimes. A pressure based segregated solver is used in combination with the standard k-ε turbulence model [28] . For the fluid physical properties, the Boussinesq and
Sutherland approximations are applied for the density and viscosity [29] . The discretized equations are solved using the 2 nd order upwind scheme. The SIMPLE algorithm was used for pressure-velocity coupling.
Model validation
In order to validate the CFD model for the ACD, the test case discussed in the previous section was simulated. The geometry used for the CFD validation is shown in Figure 2 . The total length of the store in the model is 20m and the jet nozzle is 0.093m wide. Several grid-dependency tests using the Richardson extrapolation method [30] were performed. As a representative parameter for the Richardson extrapolation, the heat transfer rate through the air curtain was used. It was found that a grid of 154840 cells gave reasonable results. For this grid the solution for heat transfer through the curtain only deviated 3.4% from the grid independent solution. This was found to be acceptable. A structured grid with rectangular cells was used, fine near the air curtain (cell width 1cm) and courser near the outside boundaries (cell width up to 7cm).
In CFD simulations of an air curtain, the ACD is typically not included in full detail. The jet nozzle exit is modelled as a velocity inlet while the air return grille is an outlet of the mesh. The disadvantage of this approach, however, is that the temperature of the blown air has to be specified, and this temperature is equal to the temperature of the return air, which is a priori unknown. So instead, the interior of the air curtain device is included in the mesh and the velocity in the cells at the jet nozzle exit is specified. The temperature of the nozzle exit air will automatically be the same as the ACD incoming air temperature. The length scale for turbulent dissipation L ε is chosen as half of the nozzle width b 0 /2. The turbulence intensity I t is set to 5%, a typical value. This value is not critical, since Guyonnaud et al. [25] verified that the turbulence intensity does not affect the air curtain performance, as long as it is in the range of 0 to 20%. This is always the case for a commercial air curtain.
The cold room and warm room temperatures are specified on the left and right walls, as well as part of the fluid domain adjacent to those. Important to take into account in this model is the boundary condition for setting the temperatures of the surrounding rooms. Setting a fixed temperature in a number of cells adjacent to the walls gives satisfactory results, provided that the area, to which the temperature is set, is large enough compared to the total room area to make sure that the entire air flow of the circulation cell takes on the appropriate temperature. It was found that this area should fill about 50% of the room. Since the rooms are long enough this will not affect the air curtain and the heat transfer going through it. All other walls, including the roof and the ceiling are treated as adiabatic. The temperature of the cold room is 8°C while the surrounding temperature was 17°C. Figure 4 shows the comparison of the temperature field at the top of the doorway. Figure 4a shows the thermographic image, Figure 4b is the result of the CFD simulation. A perfect match between both is difficult since thermography is accompanied by a lot of uncertainties, for example the uncertainty on the emissivity of the paper. Furthermore, reflections of the surroundings on the paper sheet could affect the measurement results significantly, and the presence of the bar on top of the paper to hold it firmly into place will affect the local flow field somewhat (this bar was needed to prevent the paper sheet from fluttering). Also 3D effects were not taken into account in the simulations and can have an impact on the results. Figure 5 shows the temperature profile at a height of 1.75m across the doorway. The figure shows a slight under prediction of the jet width. This is probably due to the non uniform outlet velocity of the air curtain device. Measurements of this outlet velocity showed that there can be a strong variation of the outlet velocity across the width of the air curtain (as mentioned before).
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Nevertheless there is a good visual agreement between temperature measurements and simulations so it can be concluded that the heat transfer through the air curtain can be predicted with satisfying accuracy.
To validate the CFD model further, tracer gas measurements were performed as described earlier and the heat transfer rate was deduced from these according to Eq. (8) . Measurements were performed when no air curtain was present, when a PVC strip curtain was installed and for three different air curtain outlet velocities (2.9m/s, 3.9m/s, 4.98m/s). These measurements were then compared to the calculated heat transfer rates from CFD ( Figure 6 ). A good agreement was found. Table 1 gives an overview of the boundary conditions during the measurements and used for the simulations. Increasing the outlet velocity to values higher than v 0,min does not always guarantee a good working air curtain. When the outlet velocity is increased, an unstable regime can occur. This is shown in Figure 9 . In this transient regime, the air curtain alternates between reaching the ground and breakthrough. This implies that transient simulations have to be performed to reach convergence and a number of periods have to be simulated, indicating the periodic behaviour. Figure 9 shows the solution at a fixed point in time. Since the air curtain is unstable this solution changes in time. The influence of natural convection on the flow pattern is of the same order of magnitude as air jet momentum. This causes the three circulation cells. In the warm room (right hand side) the two effects (natural convection and jet momentum) collaborate to form one circulation cell. In the cold room the two effects counteract, resulting in two circulation cells.
The applied nozzle exit velocity was 1.8m/s. This gives a deflection modulus of 0.1861.
Although this value is higher than the minimal deflection modulus according to Hayes and Stoecker [8] no stable working air curtain is found. It is clear that a safety factor on the calculated D m,min and v 0,min is in place. The heat transfer through the doorway is still high: 5680W.
For higher air velocities the jet momentum dominates, resulting in a stable air curtain. In Figure   10 the air curtain nozzle exit velocity v 0 equals 3.9m/s and the corresponding deflection modulus is 0.874. This is clearly higher than D m,min . The heat transfer for this case is limited to 2212W.
From the previous simulations it is found that the expression of a minimal deflection modulus for stable air curtain according to Hayes and Stoecker [8] not always holds. More simulations were conducted to investigate this further. Table 2 Therefore a suitable safety factor needs to be taken into account also to compensate for external effects such as traffic through the doorway, three dimensional effects, the influence of wind or an imbalance in ventilation flows. At least a safety factor of 2 for the deflection modulus D m or a factor √2 for the velocity v 0 should be applied.
Heat transfer correlation
The air curtain outlet velocity determines the stability of the air curtain. When the velocity is too low and breakthrough occurs, the heat transfer is high. For the present case study a velocity of 2 m/s is needed to attain a stable curtain. For this velocity the heat transfer rate is minimal ( Figure   11 ) and consequently the effectiveness reaches a maximum (Figure 12 ). For higher velocities the heat transfer increases linearly. This is due to the higher amount of mixing at higher jet velocities. Similar results were also presented in literature [2, 10, 15] .
In order to obtain an expression for the heat transfer through the air curtain, independent of the chosen geometry, a series of simulations was performed using some geometrical variations of the studied measurement case. The range of used parameters is given in Table 3 .
Hayes and Stoecker [8] suggested that the dimensionless group Nu/RePr is independent of D m for stable air curtains. The Reynolds number Re can be calculated from Eq. (16) where This expression predicts the heat transfer rate for all simulations with an error of less than 9%.
Expression (17) is valid for downwards blowing single-jet air curtains for cold rooms with α 0 = 0° and within the range of parameters given by Table 3 and only when the jet outlet momentum is high enough to ensure a stable air curtain. (17) Note that the use of a safety factor is also necessary to cope with other disturbances such as wind pressure and traffic passing through the curtain. These factors are harder to predict and can change in time. Therefore a continuous check of the air curtain performance is suggested for example by monitoring the cooling load of the cold room and comparing it to the design cooling load.
CONCLUSIONS
A numerical model for a downwards blowing air curtain was built and verified through experiments, including thermographic imaging and tracer gas decay tests.
The maximum effectiveness of an air curtain occurs when the outlet momentum is just large enough to ensure that the air jet is stable and reaches the opposite side. The analytical expressions by Hayes and Stoecker [8] are fairly accurate in predicting this minimal required jet momentum, although simulations showed that a safety factor needs to be taken into account.
When operating at this optimal condition, an air curtain is able to accomplish an effectiveness of up to about 80%. This means it reduces the heat transfer to 20% of the corresponding value without an air curtain.
To estimate the actual heat transfer rate through a downwards blowing air curtain, a linear equation for the dimensionless group Nu/RePr is suggested (Eq. (17)), as a function of the ratio H/b 0 . This equation was derived for the range of parameters shown in Table 3 and a jet discharge angle α 0 = 0°. It is only valid when the outlet momentum is sufficient to ensure a stable operation of the air curtain. Figure 1 . Schematic representation of an air curtain with some geometrical definitions: the inlet angle α 0 , the jet impingement angle α f , the door height H. 33 Figure 13 
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